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r e n e w a l  +  r e d u n d a n c y  =
SAFETY + RESPONSIBILITY
In 2019, Windsor’s Drinking Water 
System (DWS) received its eighth 
consecutive 100 percent rating, during 
its annual audit by the Ministry of the 
Environment, Conservation and Parks 
(MECP).

We are proud of that record, and 
proud of our 160-year history of 
providing safe, reliable drinking water 
to our community.

During the MECP audit, Windsor 
Utilities Commission (WUC) and 
its licensed water system operator, 
ENWIN, were evaluated for regulatory 
compliance in a number of areas, 
including management of the 
drinking water system, managerial 
best practices and commitment to 
asset replacement through capital 
investment.

The Ministry’s report acknowledged 
the quality-focused processes and 
procedures at the A.H. Weeks Water 
Treatment Plant and throughout 
the distribution system, specifically 
highlighting the greater number of 
mandatory drinking water samples 
and increased frequency of testing 
beyond Ministry standards.

Managing Windsor’s water system is 
an enormous responsibility – One we 
take very seriously. 

We recognize our responsibility to 
design and maintain the complex 
water acquisition, filtration and 
distribution systems, and to conduct 
the testing needed to keep our 
community safe. That is why, in 2019, 
we analyzed 495 water samples for 
lead content – 25 percent beyond 
the number required to maintain our 
municipal drinking water license.

Our 2019 emphasis on capital 
investments, supported by a focus 
on system safety and sustainability, 
also enabled us to replace 16.34km of 
aging water mains and 11,843 water 
meters, and begin the refurbishment 
of Reservoir “D” – ensuring ample 
water capacity for our community for 
the next 50 years.

Windsor, Tecumseh and LaSalle 
residents can rest assured that our 
water supply is protected by an 
ongoing planning process, with a 
focus on providing safe, potable water 
to meet community needs.  

And, we’re doing it efficiently which 
directly impacts what our customers 
pay. As noted by the chart on page 2, 
the cost of water for Windsor customers 
is comparable or better in comparison to 
municipalities of similar size.

We are proud to deliver water that 
exceeds Ontario’s water quality 
standards. We will continue to focus 
on the safety and quality of our water, 
now and in the future.

Sincerely,

Mayor Drew Dilkens 
Board Chair 
Windsor Utilities Commission

Garry Rossi 
Vice President, Water Operations 
ENWIN Utilities Ltd.

A MESSAGE FROM WUC

compliance + excellence = recognition



Grading and grass planting returned the George Avenue 
Reservoir property to green space. 

Table 3
2011 Microbiological Sample Count
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Mission =
To provide safe and reliable energy and water 
services in a cost effective, sustainable manner.

Vision =
To be a trusted leader in providing exceptional 
value and services to our customers and 
stakeholders.

Our Core Values =
Leadership +  Accountability +  Integrity

Our Mission is to provide safe and reliable energy 
and water services in a cost effective, sustainable 
manner.  A core premise of our Strategic Direction 
is that the electricity service model is in the midst 
of significant transformation — taking on a more 
decentralized, customer-centric, technologically 
advanced and environmentally sustainable form. 
That is why the Board of Directors, in 2019, renewed 
this mission with the added priority of ensuring that 
our business remains “sustainable”. Sustainability 
means different things to different people. 

To ENWIN, it means ensuring that we have the 
human, fiscal and capital asset resources to 
continue to provide existing and modernized service 
levels to the community while also ensuring that we 
assess our environmental footprint to ensure that we 
are balanced in our use of resources.

Our Vision  is that we strive to be a trusted leader 
in providing exceptional value and services to our 
customers and stakeholders.

As the energy and water needs and options of our 
customers and our community evolve — and as 
signature projects and developments proceed — 
Windsor Canada Utilities Ltd., through its affiliates, 
will play a leading role in helping our city to transition 
to a smart energy future.

While we embrace our role in the service of 
electricity distribution we also acknowledge our 
expertise in the provision of potable water as a 
future demand, not just for our existing customers, 
but others.

ENWIN Water Division 
employees install bulk water fill 

station at Malden Park.

MISSION, VISION & VALUES

e n w i n  =
MISSION + VISION + VALUES
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enWin equals leadership, 
aCCountaBility and integrity.

Windsor Canada Utilities Ltd. 
and its affiliates (together – The 
ENWIN Group) are committed to the 
organizational values of leadership, 
accountability and integrity. These 
values are reflected in our Employee 
Code of Conduct and Conflict of 
Interest Policy, our organizational 
structure and our transparent reporting 
of results and challenges.

Our Boards of Directors and our 
Senior Management Team support 
an environment that fosters and 
demonstrates ethical business 
conduct at all levels, and reflects 
these shared values. Every employee 
must lead by example.

enWin equals 
Consideration for 
stakeholders.

Windsor Canada Utilities Ltd. and 
its affiliates take into account the 
interests of all our stakeholders, 
including employees, customers, 
suppliers, our shareholder and the 
communities and environment in 
which we operate.

enWin equals valuing 
employees.

The quality and diverse experiences 

of our workforce is our strength. 
We will strive to hire and retain the 
best qualified people available and 
maximize their opportunities for 
success.

We are committed to maintaining 
a safe, secure and healthy work 
environment, enriched by diversity and 
characterized by open communication, 
trust and fair treatment.

enWin equals putting 
Customers first.

Our continued success depends 
on the quality of our customer 
interactions, and we are committed 
to delivering value across the entire 
customer experience.

 We are honest, open and fair in our 
relationships with our customers. 
We provide reliable, responsive and 
innovative products and services in 
compliance with legislated rights and 
standards for access, safety, health 
and environmental protection.

enWin equals fair, honest 
relationships.

 We are honest and fair in our 
relationships with our suppliers and 
contractors. We purchase equipment, 
supplies and services on the basis 
of merit, utilizing our professional 
procurement policy.

We pay suppliers and contractors 
in accordance with agreed terms, 
encourage them to adopt responsible 
business practices, and require 
them to adhere to - health, safety 
and environmental standards when 
working for The ENWIN Group.

enWin equals respeCt for 
Community and environment. 

We are committed to being 
responsible corporate citizens and will 
contribute to making the communities 
in which we operate better places in 
which to live and do business. 

We are sensitive to the community’s 
needs and dedicated to protecting and 
preserving the environment in which 
we operate. 

enWin equals 
aCCountaBility. 

We are financially accountable to our 
shareholder and to the institutions 
that underwrite our operations. We 
communicate to them all matters 
that are financially material to our 
organization.

 We protect our shareholder’s 
investment and manage risks 
effectively. We communicate to our 
shareholder all matters that are 
material to an understanding of our 
corporate governance.
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INTRODUCTION

w i n d s o r  u t i l i t i e s  c o m m i s s i o n

INTRODUCTION
In 2019, Windsor Utilities Commission 
(WUC) produced 38,711.88 million 
litres of potable water for use by the 
citizens of the City of Windsor, the 
Town of LaSalle and the Town of 
Tecumseh.

The summary contained in Appendix 
A, Table 1, provides a detailed 
breakdown of the monthly production 
rates, including the average day, 
peak day and peak hour for each 
of the months. The volume of water 
transferred to the Town of LaSalle 
and the Town of Tecumseh is also 
provided.

Under Ontario Reg. 170/03 there are 
a number of Schedules that outline 
the requirements for compliance with 
the Safe Drinking Water Act (SDWA).  
This report highlights the requirements 
of the applicable section of the 
regulation, along with a statement of 
compliance or, if applicable, specific 
areas of non-compliance with the 
schedule requirements.

Table 1
2011 Treated Water Volume

Percentage of water delivered to each served Municipality.

Town of LaSalle Town of Tecumseh City of Windsor
3293.3 3427.9 31990.7

City of Windsor
83%

Town of Tecumseh
9%

Town of LaSalle
8%

2019 total treated Water By muniCipality
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TREATMENT EQUIPMENT

t r e a t m e n t

EQUIPMENT
O.Reg 170/04, Schedule 1 dictates that the owner of a drinking water system shall ensure that approved water treatment 
equipment, as specified in the Drinking Water Works Permit, is provided and is in operation whenever water is being supplied 
for potable use.

Further, the regulation requires 
that the equipment be operated in 
a manner that achieves its design 
capabilities and that only certified 
operators carry out operation of the 
system.

In the calendar year 2019, this section 
of the regulations was fully complied 
with.

The chart on page 5 depicts WUC’s 
average daily water flow for the 2019 
calendar year. Of particular note is 
the approved 349 ML daily maximum 
treatment capacity of WUC’s treatment 
plants. As illustrated in the chart, WUC 
is operating well within the approved 
limits of its licence and permit.

An illustration of the water 
treatment process at the A.H. 
Weeks Water Treatment Plant.
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OPERATIONAL CHECKS

o p e r a t i o n a l  c h e c k s :
SAMPLING & TESTING - GENERAL

O.Reg 170/03, Schedule 6 outlines:

The frequency of sampling and 
equipment checks;

• The requirement for chlorine 
residual testing to be carried out at 
the time microbiological samples are 
collected;

• The location at which samples are to 
be collected;

• The form of sampling to be 
undertaken and the requirements for 
continuous monitoring equipment; 
and

• Clarification of how samples are to 
be handled and recorded, and the 
need for an appropriately accredited 
laboratory to carry out the sample 
analysis.

In the calendar year 2019, WUC 
complied fully with this section of the 
regulations.

operational CheCks

O.Reg 170/03, Schedule 7 specifies 
the requirements for continuous 
monitoring of equipment for free 
chlorine residual, turbidity and 
fluoride, and the required location 
for this equipment. The regulation 
dictates the requirement for regular 
collection and analysis of samples by 
an appropriately certified individual. 
The chart below summarizes the 
results for the above mentioned 
parameters.

In the calendar year 2019, WUC 
complied fully with this section of the 
regulations.

Table 5
2011 Operational Parameters
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miCroBiologiCal sampling and testing

O.Reg 170/03, Schedule 10 provides 
the requirements for sampling and 
testing of microbiological parameters.

The schedule states that for Large 
Municipal Systems serving a 
population of more than 100,000 
people, the required monthly 
frequency of sampling is 100 
distribution samples, plus one 
additional sample for every 10,000 
people served, with at least three 
samples being taken in 
each week.

Each of these samples are to be 
tested for Escherichia coli and total 
coliform, with a requirement that at 
least 25% of the samples be tested 

for general bacteria population, 
expressed as colony counts on a 
heterotrophic plate count. Windsor’s 
required sampling frequency is 130 
samples monthly.

In 2019, 1,852 samples were collected 
and analyzed, an average of 154 
samples per month. Approximately 
52% of the distribution samples were 
also analyzed for heterotrophic plate 
count. In addition, each sample was 
tested for free chlorine residual at the 
time the sample was taken.

Schedule 10 states that a treated 
water sample must be taken at 
least once per week and tested for 
Escherichia coli, total coliform and 

general bacteria population expressed 
as colony counts on a heterotrophic 
plate count. Windsor’s treated water 
samples were generally collected on 
a daily basis and were tested by an 
accredited third-party laboratory.

The schedule further states that a raw 
water sample must be taken at least 
once per week, before any treatment 
is applied to the water, and that the 
sample be tested for Escherichia 
Coli and total coliform. Samples were 
collected and tested on average five 
days per week. The following chart 
indicates the number of samples taken 
on a monthly basis.

Table 3
2011 Microbiological Sample Count
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CHEMICAL SAMPLING & TESTING

c h e m i c a l

SAMPLING & TESTING
O.Reg 170/04, Schedule 13 provides 
the requirements for sample collection 
and testing for a variety of chemical 
components in drinking water. 
Additionally, it lists the Maximum 
Acceptable Concentration (MAC) for 
each component. The requirements 
are outlined below along with the 
status of Windsor’s sampling program.

inorganiCs

One sample must be collected and 
tested every 12 months if the source 
is surface water and tested for every 
parameter set out in Schedule 23. 
(See page 10 for Table 13.2)

In 2019, ENWIN, on behalf of WUC 
collected and tested samples for every 
parameter set out in Schedule 23 on a 
quarterly basis.

lead

One sample must be collected and 
tested every 12 months for Lead. (See 
page 10 for Table 13.2)

ENWIN, on behalf of WUC, collected 
samples and tested for lead in 
a treated water sample and a 
distribution sample on a quarterly 
basis.

nitrates and nitrites

The owner of a drinking water system 
and the operating authority for the 
system shall ensure that at least one 
water sample is taken every three 
months and tested for nitrate and 
nitrite. (See page 10 for Table 13.2)

ENWIN, on behalf of WUC, collected 
samples and tested for nitrates and 
nitrites on a quarterly basis.

sodium

Schedule 13 stipulates that at least 
one water sample is taken every 60 
months and tested for sodium. (See 
page 10 for Table 13.2)

On behalf of WUC, ENWIN last 
collected and sampled for sodium on 
January 23, 2019.

organiCs

One sample must be collected and 
tested every 12 months, if the source 
is surface water, and tested for every 
parameter set out in Schedule 24. 
(See page 11 for Table 13.3)

During 2019, on behalf of WUC, 
ENWIN collected samples and 
tested for every parameter set out in 
Schedule 24 on a quarterly basis.

trihalomethane (thm’s)

For any system that provides 
chlorination, one distribution sample 
will be collected and tested for 
trihalomethanes every three months. 
(See page 11 for Table 13.3)

ENWIN, on behalf of WUC, 
collected samples and tested for 
trihalomethanes on a quarterly basis.

taBle 13.1 - Bromate sample results

Date of legal 
instrument issued Parameter Date Sampled Result Unit of 

Measure

MDWL 025-101 *Bromate - Treated 1-Jan-19 to 31-Dec-19 0.003 mg/L

MDWL 025-101 *Bromate - Distribution 1-Jan-19 to 31-Dec-19 0.003 mg/L

* Reported as running Annual Average
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taBle 13.2 - inorganiCs, lead, nitrates, nitrites, and sodium sample results

Parameter Sample Date Result Value Unit of 
Measure Exceedance

Antimony October 2, 2019 0.00011 mg/L No

Arsenic October 2, 2019 0.0003 mg/L No

Barium October 2, 2019 0.0151 mg/L No

Boron October 2, 2019 0.018 mg/L No

Cadmium October 2, 2019 0.000003 <MDL mg/L No

Chromium October 2, 2019 0.00018 mg/L No

*Lead October 2, 2019 0.00002 mg/L No

Mercury October 2, 2019 0.00001 <MDL mg/L No

Selenium October 2, 2019 0.0001 mg/L No

Sodium January 23, 2019 7.71 mg/L No

Uranium October 2, 2019 0.000032 mg/L No

Fluoride January 23, 2019 0.10 mg/L No

Nitrite October 2, 2019 0.003 <MDL mg/L No

Nitrate October 2, 2019 0.216 mg/L No
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CHEMICAL SAMPLING & TESTING

taBle 13.3 - organiCs and thm sample results

Parameter Sample Date Result Value Unit of 
Measure Exceedance

Alachlor October 2, 2019 0.00002 <MDL mg/L No

Atrazine + N-dealkylated 

metobolites
October 2, 2019 0.00002 mg/L No

Azinphos-methyl October 2, 2019 0.00005 <MDL mg/L No

Benzene October 2, 2019 0.00032 <MDL mg/L No

Benzo(a)pyrene October 2, 2019 0.000004 <MDL mg/L No

Bromoxynil October 2, 2019 0.00033 <MDL mg/L No

Carbaryl October 2, 2019 0.00005 <MDL mg/L No

Carbofuran October 2, 2019 0.00001 <MDL mg/L No

Carbon Tetrachloride October 2, 2019 0.00017 <MDL mg/L No

Chlorpyrifos October 2, 2019 0.00002 <MDL mg/L No

Diazinon October 2, 2019 0.00002 <MDL mg/L No

Dicamba October 2, 2019 0.00020 <MDL mg/L No

1,2-Dichlorobenzene October 2, 2019 0.00041 <MDL mg/L No

1,4-Dichlorobenzene October 2, 2019 0.00036 <MDL mg/L No

1,2-Dichloroethane October 2, 2019 0.00035 <MDL mg/L No

1,1-Dichloroethylene 

(vinylidene chloride)
October 2, 2019 0.00033 <MDL mg/L No

Dichloromethane October 2, 2019 0.00035 <MDL mg/L No

2,4-Dichlorophenol October 2, 2019 0.00015 <MDL mg/L No

2,4-Dichlorophenoxy acetic acid 

(2,4-D)
October 2, 2019 0.00019 <MDL mg/L No

Diclofop-methyl October 2, 2019 0.0004 <MDL mg/L No

Dimethoate October 2, 2019 0.00006 <MDL mg/L No

Diquat October 2, 2019 0.001 <MDL mg/L No

Diuron October 2, 2019 0.00003 <MDL mg/L No

Glyphosate October 2, 2019 0.001 <MDL mg/L No

Haloacetic Acids 

(running Annual Average)
Avg. 0.0053 mg/L No

Q1 2019  =  0.0053  mg/L January 23, 2019 No

Q2 2019  =  0.0053  mg/L May 1, 2019 No

Q3 2019  =  0.005575  mg/L July 3, 2019 No

Q4 2019  =  0.011  mg/L October 2, 2019 No



Parameter Sample Date Result Value Unit of 
Measure Exceedance

Malathion October 2, 2019 0.00002 <MDL mg/L No

MCPA October 2, 2019 0.00012 <MDL mg/L No

Metolachlor October 2, 2019 0.00001 <MDL mg/L No

Metribuzin October 2, 2019 0.00002 <MDL mg/L No

Monochlorobenzene October 2, 2019 0.0003 <MDL mg/L No

Paraquat October 2, 2019 0.001 <MDL mg/L No

Pentachlorophenol October 2, 2019 0.00015 <MDL mg/L No

Phorate October 2, 2019 0.00001 <MDL mg/L No

Picloram October 2, 2019 0.001 <MDL mg/L No

Polychlorinated Biphenyls (PCB) October 2, 2019 0.00004 <MDL mg/L No

Prometryne October 2, 2019 0.00003 <MDL mg/L No

Simazine October 2, 2019 0.00001 <MDL mg/L No

THM 

(running Annual Average)
Avg. 0.0099 mg/L No

Q1 2019  =  0.0045  mg/L January 23, 2019 No

Q2 2019  =  0.0044  mg/L May 1, 2019 No

Q3 2019  =  0.013  mg/L July 3, 2019 No

Q4 2019  =  0.0085  mg/L October 2, 2019 No

Terbofos October 2, 2019 0.00001 <MDL mg/L No

Tetrachlorethylene October 2, 2019 0.00035 <MDL mg/L No

2,3,4,6-Tetrachlorophenol October 2, 2019 0.00020 <MDL mg/L No

Triallate October 2, 2019 0.00001 <MDL mg/L No

Trichloroethylene October 2, 2019 0.00044 <MDL mg/L No

2,4,6-Trichlorophenol October 2, 2019 0.00025 <MDL mg/L No

Trifluralin October 2, 2019 0.00002 <MDL mg/L No

Vinyl Chloride October 2, 2019 0.00017 <MDL mg/L No
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sampling and testing - lead

The Municipal Drinking Water 
Licence requires 60 samples 
annually to monitor corrosion control 
effectiveness. Sample locations 
include private, non-private and 
distribution. Each of these samples 
are to be tested for lead.

A total of 495 lead sample locations 
have been collected and tested in 
2019: 275 private and non-private 
samples and 216 samples in 
distribution.

In the calendar year 2019, WUC 
complied fully with the requirements of 
the Licence.

reporting adverse 
test results and other 
proBlems

If a sample collected and tested 
indicates an adverse result, as 
outlined in the regulations, the owner 
of a drinking water system must report 
the result to the Medical Officer of 
Health (MOH) and the Spills Action 
Centre (SAC) of the Ministry of 
Environment, Parks and Conservation 
(MECP). If an observation other than 
an adverse test result indicates that 
a drinking water system is directing 

water that may not be adequately 
disinfected to users of the water 
system, the observation must be 
reported to the MOH and the SAC.

If a report is required under this 
section, a verbal report must be 
provided to the MOH by speaking 
directly to a person at the Windsor 
Essex County Health Unit 
(WECHU) or the designated on call 
representative.  In addition, a verbal 
report must be provided to the Ministry 
by contacting the SAC.

These verbal reports of adverse water 
conditions must be verified by written 
notice within 24 hours to the MOH and 
the SAC specifying the nature of the 
adverse result, actions being taken or 
observation and what corrective action 
is being taken. 

Within seven days of resolution of a 
problem, a follow up written notice is 
to be provided outlining the resolution 
that gave rise to the adverse result 
report.

In 2019, there were three adverse 
incidents requiring notification of the 
MOH and the SAC. Details are as 
follows:

• Total Coliform within the distribution 
system (Total Coliform detected)

• Low chlorine in distribution

• Lead sampling result greater than 
10 ug/L at a hydrant

In all situations where it was 
determined that there was an adverse 
result, notification was made to the 
MOH and the SAC.

CorreCtive aCtion - 
sChedule 17

This schedule outlines required 
corrective action to be followed with 
the determination of an adverse result 
requiring notification.

In all cases, the required corrective 
action was followed, as directed by the 
Medical Officer of Health.

SAMPLING & TESTING - LEAD
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summary report for muniCipalities - sChedule 22

Not later than March 31 of each year, a summary report must be prepared for the preceding calendar year and submitted to 
members of municipal council and members of a municipal services board, if one exists.

The submission of this report fulfills the requirement for this section of the regulations.

Summarizing tables are attached for review: (pages 17-27)

Table 1 - 2019 Treated Water Volume (page 18)

Table 2 - 2019 Volume as a Percentage of Approved Plant Capacity (pages 19-20)

Table 3 - 2019 Microbiological Sample Count (page 21)

Table 4 - 2019 Distribution Chlorine Residuals (pages 22-23)

Table 5 - 2019 Operational Parameters (pages 24-25)

A copy of Schedule 23 (Inorganic Test Parameters) and Schedule 24 (Organic Test Parameters) are attached for information 
as previously submitted and as required by the regulation. (Pages 26-27)
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c a p i t a l  r e n e w a l

PROGRAM

Water meter replaCement 
program

The goal of WUC’s Water Meter 
Replacement Program is to replace 
all damaged, frozen, defective, aging 
and obsolete water meters, both in 
residential and industrial, commercial 
and institutional (ICI) settings.  

New meters provide benefits that 
include:

• Increased accuracy in billing for our 
customers;

• Improved efficiency in meter 
reading, as reads can be obtained 
via radio frequency (RF); and

• Enhanced ability to identify the 
sources and manage the causes of 
non-revenue water, thereby limiting 
revenue loss for both WUC and its 
ratepayers.

WUC installed 11,843 new meters 
in 2019.  A small number of non-RF 
meters remain in the field at year 
end.  The remaining meters are 
either located in vacant properties 
or conditions at the customer site 
require additional attention prior to 
replacement.  These replacements will 
be coordinated with customers on a 
case by case basis going forward.  

At year end, the average age of WUC’s 
total meter population is 4 years. For 
ICIs only, the average age is 6.6 years.

All meter reading routes are now using 
the drive-by (RF) method to collect 
meter reads.  

The Water Meter Replacement 
Program is now considered complete.

Watermain replaCement 
program

The WUC capital renewal program 
involved the replacement of 
approximately 16.34 km of existing 
cast and ductile iron watermains, as 
well as water services, with new PVC 
pipelines and polyethylene/copper 
tubing, respectively.

Water services are typically replaced 
from the new main to the property line.

This project included watermains 
which no longer provided adequate 
service, and which were deemed to 
have the highest risk to public health.

The Ministry and Ontario Fire Codes 
(OFC) mandate minimum levels of 
performance required throughout the 
water distribution system. In 2019, 116 
water hydrants were installed and 60 
old public use hydrants were removed.

WUC projects, such as renewal of cast 
iron watermain, are prioritized based 
on a scoring system algorithm. A point 
score is assigned to the seven criteria 
listed below to determine the priority 
of the project.

The higher the risk to public health 
and safety, the higher the score, 
hence, the higher the priority status 
assigned. The algorithm uses the 
following priority:

• Anticipated percentage or total 
number of lead services.

• Deficient hydrant spacing

• Low fire flow

• Pipe Diameter

• Breaks per 100m with an emphasis 
on recency

• Disturbed water per 100m

• Age (life cycle of pipe type)

reservoirs

Reservoir “G” (George Avenue 
Reservoir) was commissioned and 
placed in service in April 2019

Reservoir “D”, was drained for 
cleaning and inspection. This included 
inspection of the 60 inch valve that 
held back the water from the piping 
outside. Rehabilitation work is being 
engineered for construction in 2020.

feeder valve replaCement

A 24 inch feeder main valve on 
Shepherd Street West would not seal.  
ENWIN and its contractor drained the 
feeder main and replaced the valve.

A 24 inch feeder main valve at Isabelle 
and Tranby was replaced. The valve 
was broken and could not be turned to 
open or close.

CAPITAL RENEWAL PROGRAM
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generator exCitation 
upgrade

The four 1 MW natural gas generators 
at the A.H. Weeks plant underwent 
upgrades to their excitation and 
voltage regulation systems, resulting 
in improved reliability and load sharing 
of the generators.

 
reservoir “d” rehaB

WUC’s main water storage tank, 
Reservoir “D”, was drained for 
cleaning and inspection.  This 
included inspection of the 60 inch 
valve that held back the water from the 
piping outside. Rehabilitation work is 
being engineered for construction in 
2020.

filter Bed replaCement

ENWIN continues replacement of old 
filter bed underdrains and filter media.  
The old plastic system was removed 
and the walls of the bed were coated 
to protect the concrete. New stainless 
steel underdrains were installed and 
new anthracite media was placed into 
the bed. This new system will increase 
performance of the filter beds.

Replacement of a 24 inch feeder 
main valve at Isabelle and Tranby.



Appendix A - Operational Charts
Windsor Utilities Commission



Ta
bl

e 
1

20
11

 T
re

at
ed

 W
at

er
 V

ol
um

e

To
ta

l P
um

pe
d 

V
ol

um
e

D
ai

ly
 A

ve
ra

ge
 

V
ol

um
e

To
w

n 
of

 
La

S
al

le
 

V
ol

um
e

To
w

n 
of

 
Te

cu
m

se
h 

V
ol

um
e

C
ity

 o
f 

W
in

ds
or

 
V

ol
um

e

M
L

M
L

M
L

M
L

M
L

 J
AN

UA
RY

30
75

.0
11
1.
2

30
10
9.
8

2
89
.3

25
23
6.
9

24
1.
0

23
4.
0

25
99
.9

 F
EB

RU
AR

Y
29

05
.1

11
6.
2

3
11
8.
6

21
96
.7

3
17
7.
5

21
9.
7

21
9.
7

24
65
.7

 M
AR

CH
30

89
.9

11
1.
5

7
10
6.
5

29
95
.8

2
14
8.
7

25
0.
3

23
6.
1

26
03
.5

 A
PR

IL
28

69
.1

99
.2

6
10
2.
4

12
89
.9

18
24
1.
9

36
0.
7

24
5.
0

22
63
.4

 M
AY

30
80

.5
10
7.
6

25
10
9.
2

7
92
.9

25
15
8.
8

14
7.
0

28
5.
0

26
48
.5

 J
UN

E
32

68
.6

12
7.
1

28
12
9.
3

16
95
.1

27
17
8.
7

22
5.
1

29
0.
9

27
52
.6

 J
UL

Y
39

45
.9

14
5.
1

15
14
1.
9

7
10
1.
7

11
24
1.
6

46
4.
2

39
9.
0

30
82
.8

 A
UG

US
T

39
95

.3
14
5.
7

2
14
1.
4

27
11
5.
7

15
19
9.
9

40
1.
8

40
6.
6

31
86
.8

 S
EP

TE
M

BE
R

33
68

.3
12
9.
2

11
12
5.
2

29
10
1.
1

1
23
9.
1

31
2.
8

34
6.
7

27
08
.9

 O
CT

O
BE

R
31

20
.5

10
6.
0

1
10
9.
9

29
93
.4

14
16
3.
4

26
3.
0

30
0.
6

25
56
.9

 N
O

VE
M

BE
R

29
76

.6
97
.7

14
10
4.
3

26
94
.0

1
23
9.
1

20
4.
3

23
4.
8

25
37
.4

 D
EC

EM
BE

R
30

17
.2

98
.3

15
10
2.
9

26
84
.7

1
23
9.
1

20
3.
4

22
9.
4

25
84
.4

 T
O

TA
L

38
,7

11
.9

32
93

.3
34

27
.9

31
99

0.
7

 A
VE

RA
G

E
3,

22
6.

0
27

4.
4

28
5.

7
26

65
.9

 M
O

N
TH

M
L

M
ax

im
um

 D
ai

ly
 

V
ol

um
e

M
in

im
um

 D
ai

ly
 

V
ol

um
e

M
L

In
st

an
ta

ne
ou

s 
P

ea
k 

V
ol

um
e

M
L

Ta
bl

e 
1 

- 2
01

9 
Tr

ea
te

d 
W

at
er

 V
ol

um
e



Ta
bl

e 
2 

- 2
01

9 
Vo

lu
m

e 
as

 a
 P

er
ce

nt
ag

e 
of

 A
pp

ro
ve

d 
Pl

an
t C

ap
ac

ity
 

(P
ar

t 1
 - 

Ja
nu

ar
y 

to
 J

un
e)

Ta
bl

e 
2

20
12

 V
ol

um
e 

as
 a

 P
er

ce
nt

ag
e 

of
 A

pp
ro

ve
d 

Pl
an

t C
ap

ac
ity

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

1
90
.3

26
%

11
4.
0

33
%

99
.1

28
%

99
.5

29
%

97
.3

28
%

10
3.
1

30
%

2
89
.3

26
%

11
3.
9

33
%

10
2.
8

29
%

96
.9

28
%

96
.9

28
%

10
2.
3

29
%

3
94
.7

27
%

11
8.
6

34
%

99
.5

29
%

92
.2

26
%

93
.3

27
%

10
3.
1

30
%

4
94
.9

27
%

11
0.
3

32
%

10
3.
3

30
%

98
.0

28
%

94
.0

27
%

10
9.
0

31
%

5
94
.8

27
%

10
7.
9

31
%

99
.4

28
%

90
.5

26
%

95
.9

27
%

10
4.
0

30
%

6
97
.9

28
%

11
0.
7

32
%

10
2.
9

29
%

10
2.
4

29
%

98
.0

28
%

10
1.
8

29
%

7
93
.3

27
%

10
6.
3

30
%

10
6.
5

31
%

97
.9

28
%

92
.9

27
%

10
5.
9

30
%

8
98
.6

28
%

10
4.
9

30
%

10
5.
8

30
%

95
.7

27
%

10
3.
0

30
%

11
4.
9

33
%

9
97
.4

28
%

10
5.
7

30
%

99
.8

29
%

96
.4

28
%

96
.7

28
%

10
6.
7

31
%

10
94
.4

27
%

10
3.
4

30
%

97
.6

28
%

94
.8

27
%

96
.8

28
%

10
8.
5

31
%

11
95
.3

27
%

10
3.
9

30
%

10
0.
6

29
%

95
.7

27
%

98
.0

28
%

10
8.
9

31
%

12
96
.3

28
%

10
0.
9

29
%

98
.8

28
%

89
.9

26
%

97
.1

28
%

11
2.
7

32
%

13
96
.9

28
%

10
3.
0

30
%

97
.8

28
%

10
0.
4

29
%

94
.6

27
%

10
0.
6

29
%

14
97
.6

28
%

98
.9

28
%

96
.8

28
%

97
.3

28
%

98
.3

28
%

10
0.
3

29
%

15
10
2.
0

29
%

10
1.
1

29
%

98
.8

28
%

94
.7

27
%

10
5.
1

30
%

98
.8

28
%

16
10
0.
7

29
%

10
0.
8

29
%

10
1.
4

29
%

99
.2

28
%

10
1.
1

29
%

95
.1

27
%

17
10
0.
1

29
%

99
.9

29
%

98
.9

28
%

98
.1

28
%

10
1.
2

29
%

99
.6

29
%

18
96
.3

28
%

10
1.
8

29
%

97
.9

28
%

95
.7

27
%

95
.2

27
%

10
9.
2

31
%

19
97
.3

28
%

97
.5

28
%

99
.8

29
%

93
.8

27
%

99
.9

29
%

10
5.
0

30
%

20
10
1.
8

29
%

97
.8

28
%

10
0.
6

29
%

91
.2

26
%

95
.2

27
%

10
1.
1

29
%

21
10
5.
0

30
%

96
.7

28
%

97
.4

28
%

92
.8

27
%

10
2.
6

29
%

10
6.
1

30
%

22
10
2.
9

29
%

99
.9

29
%

99
.3

28
%

94
.4

27
%

99
.8

29
%

10
6.
4

30
%

23
10
4.
2

30
%

10
1.
1

29
%

10
2.
7

29
%

95
.7

27
%

10
2.
5

29
%

11
1.
1

32
%

24
10
6.
1

30
%

10
2.
6

29
%

10
0.
5

29
%

91
.3

26
%

10
2.
2

29
%

10
7.
7

31
%

25
99
.6

29
%

10
0.
6

29
%

97
.9

28
%

99
.1

28
%

10
9.
2

31
%

11
7.
3

34
%

26
10
0.
1

29
%

10
2.
0

29
%

97
.3

28
%

91
.6

26
%

10
1.
7

29
%

12
3.
8

35
%

27
10
2.
6

29
%

10
0.
3

29
%

96
.1

28
%

95
.3

27
%

10
0.
4

29
%

12
6.
1

36
%

28
10
0.
1

29
%

10
0.
7

29
%

96
.9

28
%

97
.4

28
%

94
.4

27
%

12
9.
3

37
%

29
10
5.
3

30
%

95
.8

27
%

94
.0

27
%

10
5.
4

30
%

12
6.
5

36
%

30
10
9.
8

31
%

10
0.
9

29
%

97
.7

28
%

10
5.
3

30
%

12
4.
1

36
%

31
10
9.
4

31
%

97
.4

28
%

10
6.
8

31
%

M
ay

Ju
ne

Ja
nu

ar
y

Fe
br

ua
ry

M
ar

ch
Ap

ril

Da
te



Ta
bl

e 
2

20
12

 V
ol

um
e 

as
 a

 P
er

ce
nt

ag
e 

of
 A

pp
ro

ve
d 

Pl
an

t C
ap

ac
ity

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

Av
er

ag
e 

Da
ily

 F
lo

w
 

(M
LD

)

Pl
an

t 
Ca

pa
ci

ty
 

%

1
13
0.
6

37
%

13
4.
7

39
%

10
7.
5

31
%

10
9.
9

31
%

96
.2

28
%

10
1.
2

29
%

2
12
6.
9

36
%

14
1.
4

41
%

11
7.
9

34
%

10
6.
3

30
%

97
.5

28
%

98
.4

28
%

3
11
6.
9

33
%

14
0.
4

40
%

11
3.
0

32
%

10
0.
6

29
%

10
1.
8

29
%

97
.2

28
%

4
12
3.
1

35
%

12
7.
3

36
%

11
5.
9

33
%

10
4.
1

30
%

94
.6

27
%

10
0.
2

29
%

5
12
6.
4

36
%

12
9.
4

37
%

11
3.
3

32
%

10
0.
0

29
%

94
.0

27
%

98
.8

28
%

6
11
1.
9

32
%

12
2.
8

35
%

11
6.
0

33
%

10
2.
6

29
%

96
.4

28
%

98
.5

28
%

7
10
1.
7

29
%

12
6.
4

36
%

11
3.
8

33
%

10
3.
1

30
%

95
.1

27
%

99
.3

28
%

8
11
6.
7

33
%

12
9.
2

37
%

11
9.
4

34
%

10
5.
1

30
%

10
2.
3

29
%

96
.0

27
%

9
12
1.
5

35
%

13
4.
7

39
%

11
6.
1

33
%

10
6.
2

30
%

97
.5

28
%

94
.9

27
%

10
12
6.
2

36
%

13
4.
6

39
%

12
0.
8

35
%

10
5.
8

30
%

97
.2

28
%

99
.8

29
%

11
13
0.
9

37
%

13
6.
8

39
%

12
5.
2

36
%

10
3.
7

30
%

98
.8

28
%

10
1.
8

29
%

12
13
8.
7

40
%

13
2.
3

38
%

10
7.
4

31
%

10
0.
6

29
%

96
.2

28
%

96
.9

28
%

13
13
7.
4

39
%

13
4.
7

39
%

10
8.
0

31
%

93
.8

27
%

10
4.
1

30
%

10
1.
4

29
%

14
13
9.
8

40
%

14
1.
2

40
%

10
6.
7

31
%

10
0.
2

29
%

10
4.
3

30
%

10
0.
6

29
%

15
14

1.
9

41
%

13
9.
1

40
%

10
2.
9

29
%

10
1.
1

29
%

99
.7

29
%

10
2.
9

29
%

16
12
0.
0

34
%

13
8.
8

40
%

10
9.
1

31
%

96
.1

28
%

10
1.
9

29
%

99
.9

29
%

17
12
1.
1

35
%

12
9.
3

37
%

10
9.
3

31
%

10
1.
7

29
%

10
2.
5

29
%

10
2.
5

29
%

18
12
9.
7

37
%

12
5.
1

36
%

10
9.
7

31
%

95
.2

27
%

10
2.
8

29
%

10
2.
8

29
%

19
12
6.
3

36
%

12
2.
2

35
%

11
2.
3

32
%

99
.4

28
%

10
4.
0

30
%

10
2.
2

29
%

20
12
4.
6

36
%

12
7.
8

37
%

11
2.
1

32
%

97
.9

28
%

10
1.
4

29
%

10
0.
4

29
%

21
12
2.
8

35
%

12
6.
0

36
%

11
9.
2

34
%

10
2.
0

29
%

10
0.
5

29
%

10
0.
0

29
%

22
12
1.
6

35
%

12
4.
4

36
%

11
3.
7

33
%

94
.6

27
%

10
0.
2

29
%

10
0.
0

29
%

23
11
8.
3

34
%

12
3.
9

36
%

11
0.
8

32
%

10
4.
6

30
%

97
.1

28
%

10
1.
0

29
%

24
12
8.
4

37
%

12
6.
0

36
%

11
5.
7

33
%

10
2.
8

29
%

99
.2

28
%

97
.1

28
%

25
13
4.
1

38
%

12
1.
6

35
%

11
4.
1

33
%

99
.9

29
%

10
0.
1

29
%

89
.2

26
%

26
13
9.
8

40
%

12
1.
8

35
%

11
6.
3

33
%

98
.1

28
%

99
.2

28
%

84
.7

24
%

27
14
0.
8

40
%

11
5.
7

33
%

11
1.
7

32
%

98
.3

28
%

99
.0

28
%

89
.5

26
%

28
13
0.
6

37
%

11
9.
5

34
%

10
2.
9

29
%

10
1.
5

29
%

96
.7

28
%

91
.8

26
%

29
12
9.
2

37
%

12
3.
5

35
%

10
1.
1

29
%

93
.4

27
%

99
.8

29
%

90
.5

26
%

30
13
1.
3

38
%

12
4.
5

36
%

10
6.
7

31
%

98
.6

28
%

96
.5

28
%

90
.8

26
%

31
13
7.
0

39
%

12
0.
3

34
%

93
.6

27
%

87
.2

25
%

No
ve

m
be

r
De

ce
m

be
r

Ju
ly

Au
gu

st
Se

pt
em

be
r

O
ct

ob
er

Da
te

Ta
bl

e 
2 

- 2
01

9 
Vo

lu
m

e 
as

 a
 P

er
ce

nt
ag

e 
of

 A
pp

ro
ve

d 
Pl

an
t C

ap
ac

ity
 

(P
ar

t 2
 - 

Ju
ly

 to
 D

ec
em

be
r)



Ta
bl

e 
3 

- 2
01

9 
M

ic
ro

bi
ol

og
ic

al
 S

am
pl

e 
C

ou
nt

Ta
bl

e 
3

20
11

 M
ic

ro
bi

ol
og

ic
al

 S
am

pl
e 

C
ou

nt

M
on

th
Ja
nu

ar
y

Fe
br
ua

ry
M
ar
ch

Ap
ril

M
ay

Ju
ne

Ju
ly

Au
gu

st
Se

pt
em

be
r

O
ct
ob

er
N
ov
em

be
r

D
ec
em

be
r

D
IS
TR

IB
U
TI
O
N

14
3

15
4

15
4

15
4

15
8

15
4

16
5

15
4

16
5

17
6

14
3

13
2

TR
EA

TE
D

18
3

15
6

17
2

12
5

13
7

12
4

13
6

16
8

16
8

17
5

16
4

14
7

R
AW

22
19

21
20

22
20

22
21

20
22

21
18

TO
TA

L
34

8
32

9
34

7
29

9
31

7
29

8
32

3
34

3
35

3
37

3
32

8
29

7

Ta
bl

e 
3 

- 2
01

9 
M

ic
ro

bi
ol

og
ic

al
 S

am
pl

e 
C

ou
nt



Ta
bl

e 
4 

- 2
01

9 
D

is
tr

ib
ut

io
n 

C
hl

or
in

e 
R

es
id

ua
ls

Ta
bl

e 
4

20
11

 D
is

tr
ib

ut
io

n 
C

hl
or

in
e 

R
es

id
ua

ls

D
1

D
2

D
3

D
4

D
5

D
6

D
7

D
8

D
9

D
10

D
11

D
12

D
13

D
14

D
15

D
16

D
17

D
18

D
20

D
21

D
22

Ja
n

LO
W

0.
89

1.
31

1.
08

1.
13

1.
04

1.
21

0.
71

1.
15

1.
15

1.
41

1.
20

1.
29

0.
97

1.
29

1.
23

1.
26

1.
12

1.
15

1.
14

1.
04

1.
04

HI
G

H
1.

43
1.

48
1.

26
1.

38
1.

28
1.

51
1.

16
1.

46
1.

40
1.

60
1.

40
1.

41
1.

36
1.

37
1.

41
1.

45
1.

42
1.

43
1.

30
1.

30
1.

23
AV

G
1.

25
1.

39
1.

18
1.

30
1.

18
1.

39
0.

96
1.

31
1.

24
1.

52
1.

30
1.

35
1.

13
1.

34
1.

30
1.

35
1.

30
1.

34
1.

23
1.

19
1.

16

Fe
b

LO
W

0.
86

1.
30

1.
11

1.
01

1.
11

1.
11

0.
81

1.
08

0.
99

1.
42

1.
21

1.
21

1.
00

1.
26

1.
08

1.
36

1.
23

1.
17

1.
06

0.
97

0.
92

HI
G

H
1.

52
1.

45
1.

35
1.

37
1.

36
1.

47
1.

19
1.

46
1.

30
1.

59
1.

44
1.

38
1.

38
1.

39
1.

36
1.

46
1.

48
1.

42
1.

34
1.

31
1.

29
AV

G
1.

30
1.

38
1.

22
1.

18
1.

21
1.

32
0.

95
1.

28
1.

18
1.

52
1.

31
1.

30
1.

20
1.

33
1.

26
1.

40
1.

36
1.

30
1.

26
1.

13
1.

15

M
ar

LO
W

0.
94

1.
05

1.
07

1.
10

1.
00

1.
12

0.
65

1.
16

1.
13

1.
30

1.
08

1.
13

0.
94

1.
14

1.
11

1.
09

1.
15

1.
04

0.
95

1.
00

0.
92

HI
G

H
1.

49
1.

43
1.

32
1.

35
1.

23
1.

43
0.

96
1.

36
1.

32
1.

61
1.

38
1.

38
1.

35
1.

41
1.

40
1.

46
1.

40
1.

39
1.

39
1.

23
1.

25
AV

G
1.

26
1.

32
1.

20
1.

23
1.

12
1.

29
0.

82
1.

28
1.

23
1.

49
1.

26
1.

27
1.

11
1.

26
1.

26
1.

29
1.

28
1.

21
1.

20
1.

14
1.

09

Q
ua

rte
rly

 A
vg

1.
27

1.
36

1.
20

1.
24

1.
17

1.
33

0.
91

1.
29

1.
22

1.
51

1.
29

1.
31

1.
15

1.
31

1.
27

1.
35

1.
31

1.
28

1.
23

1.
15

1.
13

NO
TE

: A
ll 

va
lu

es
 in

 m
g/

l u
nl

es
s 

ot
he

rw
is

e 
st

at
ed

D
1

D
2

D
3

D
4

D
5

D
6

D
7

D
8

D
9

D
10

D
11

D
12

D
13

D
14

D
15

D
16

D
17

D
18

D
20

D
21

D
22

A
pr

LO
W

1.
21

1.
23

1.
10

1.
00

0.
93

1.
09

0.
50

1.
04

0.
91

1.
41

0.
95

1.
18

0.
91

0.
68

1.
11

1.
17

0.
72

1.
16

1.
10

0.
83

0.
73

HI
G

H
1.

41
1.

45
1.

27
1.

35
1.

21
1.

48
1.

08
1.

30
1.

24
1.

55
1.

46
1.

44
1.

18
1.

39
1.

38
1.

48
1.

39
1.

42
1.

34
1.

18
1.

18
AV

G
1.

35
1.

34
1.

18
1.

17
1.

03
1.

27
0.

78
1.

21
1.

14
1.

50
1.

26
1.

30
1.

07
1.

26
1.

29
1.

34
1.

23
1.

34
1.

22
1.

03
1.

06

M
ay

LO
W

0.
87

1.
10

0.
95

0.
99

0.
79

1.
06

0.
21

1.
08

0.
83

1.
35

0.
59

0.
91

0.
63

0.
98

1.
00

0.
92

1.
05

1.
11

0.
91

0.
87

0.
74

HI
G

H
1.

33
1.

31
1.

05
1.

13
1.

02
1.

35
1.

00
1.

24
1.

20
1.

55
1.

09
1.

13
0.

90
1.

14
1.

15
1.

10
1.

19
1.

29
1.

06
1.

31
0.

95
AV

G
1.

16
1.

22
1.

00
1.

07
0.

88
1.

20
0.

69
1.

19
1.

07
1.

44
0.

98
1.

06
0.

81
1.

07
1.

07
1.

04
1.

12
1.

20
1.

00
1.

06
0.

88

Ju
n

LO
W

1.
06

1.
10

0.
81

0.
72

0.
66

0.
91

0.
77

0.
92

0.
82

1.
33

0.
82

0.
91

0.
67

0.
91

1.
01

0.
75

0.
96

1.
00

0.
84

0.
68

0.
72

HI
G

H
1.

40
1.

32
1.

11
1.

24
0.

90
1.

24
1.

00
1.

32
1.

06
1.

75
1.

05
1.

03
0.

96
1.

17
1.

19
1.

17
1.

11
1.

30
1.

06
1.

11
1.

04
AV

G
1.

17
1.

21
0.

95
1.

00
0.

81
1.

13
0.

91
1.

09
0.

94
1.

46
0.

94
0.

98
0.

77
1.

03
1.

07
0.

98
1.

03
1.

13
0.

94
0.

92
0.

84

Q
ua

rte
rly

 A
vg

1.
23

1.
26

1.
04

1.
08

0.
91

1.
20

0.
79

1.
16

1.
05

1.
47

1.
06

1.
11

0.
89

1.
12

1.
14

1.
12

1.
13

1.
22

1.
05

1.
00

0.
93

NO
TE

: A
ll 

va
lu

es
 in

 m
g/

l u
nl

es
s 

ot
he

rw
is

e 
st

at
ed

( 0
.0

5 
m

g/
L 

- m
in

im
um

 s
ta

nd
ar

d 
pe

r M
in

is
try

 o
f E

nv
iro

nm
en

t)
( 0

.2
0 

m
g/

L 
- m

im
in

um
 W

U
C

 s
ta

nd
ar

d)

JA
N

U
A

R
Y 

TO
 M

A
R

C
H

 2
01

9

A
PR

IL
 T

O
 J

U
N

E 
20

19



Ta
bl

e 
4 

- 2
01

9 
D

is
tr

ib
ut

io
n 

C
hl

or
in

e 
R

es
id

ua
ls

Ta
bl

e 
4

20
11

 D
is

tr
ib

ut
io

n 
C

hl
or

in
e 

R
es

id
ua

ls

D
1

D
2

D
3

D
4

D
5

D
6

D
7

D
8

D
9

D
10

D
11

D
12

D
13

D
14

D
15

D
16

D
17

D
18

D
20

D
21

D
22

Ju
l

LO
W

1.
33

1.
07

1.
13

1.
01

0.
94

1.
16

0.
88

1.
01

1.
00

1.
38

1.
08

1.
10

0.
87

1.
14

1.
11

1.
14

1.
19

1.
23

1.
10

0.
96

0.
95

HI
G

H
1.

53
1.

59
1.

31
1.

57
1.

25
1.

42
1.

22
1.

28
1.

25
1.

62
1.

28
1.

37
1.

29
1.

36
1.

35
1.

49
1.

37
1.

62
1.

25
1.

22
1.

16
AV

G
1.

40
1.

38
1.

19
1.

22
1.

07
1.

29
0.

98
1.

15
1.

14
1.

48
1.

15
1.

24
1.

07
1.

25
1.

23
1.

28
1.

26
1.

39
1.

18
1.

10
1.

05

A
ug

LO
W

1.
04

1.
03

0.
89

0.
92

0.
89

0.
94

0.
76

1.
01

0.
92

1.
21

1.
01

1.
10

1.
10

1.
12

1.
01

1.
16

1.
18

1.
15

0.
95

0.
99

0.
95

HI
G

H
1.

32
1.

43
1.

16
1.

24
1.

05
1.

33
1.

03
1.

15
1.

14
1.

59
1.

37
1.

44
1.

39
1.

42
1.

43
1.

35
1.

46
1.

41
1.

21
1.

18
1.

06
AV

G
1.

22
1.

31
1.

05
1.

09
0.

95
1.

23
0.

91
1.

07
1.

01
1.

41
1.

19
1.

25
1.

23
1.

25
1.

21
1.

22
1.

27
1.

31
1.

11
1.

06
1.

00

Se
p

LO
W

1.
11

1.
16

0.
91

0.
99

0.
81

1.
11

0.
80

0.
95

0.
96

1.
38

1.
05

1.
13

1.
09

1.
04

1.
00

1.
12

1.
17

1.
25

0.
94

0.
94

0.
92

HI
G

H
1.

52
1.

43
1.

25
1.

29
1.

01
1.

32
0.

95
1.

26
1.

11
1.

58
1.

43
1.

36
1.

33
1.

36
1.

33
1.

27
1.

39
1.

54
1.

27
1.

20
1.

12
AV

G
1.

32
1.

36
1.

09
1.

13
0.

92
1.

27
0.

90
1.

11
1.

07
1.

51
1.

23
1.

25
1.

23
1.

24
1.

19
1.

21
1.

29
1.

42
1.

13
1.

08
1.

02

Q
ua

rte
rly

 A
vg

1.
31

1.
35

1.
11

1.
14

0.
98

1.
26

0.
93

1.
11

1.
07

1.
47

1.
19

1.
25

1.
18

1.
25

1.
21

1.
24

1.
28

1.
37

1.
14

1.
08

1.
02

NO
TE

: A
ll 

va
lu

es
 in

 m
g/

l u
nl

es
s 

ot
he

rw
is

e 
st

at
ed

D
1

D
2

D
3

D
4

D
5

D
6

D
7

D
8

D
9

D
10

D
11

D
12

D
13

D
14

D
15

D
16

D
17

D
18

D
20

D
21

D
22

O
ct

LO
W

1.
23

1.
29

1.
08

1.
11

0.
81

1.
30

0.
91

0.
95

0.
94

1.
52

1.
04

1.
18

1.
10

1.
03

1.
13

1.
08

1.
16

1.
29

1.
03

1.
03

0.
80

HI
G

H
1.

49
1.

47
1.

28
1.

32
1.

06
1.

45
1.

15
1.

38
1.

13
1.

54
1.

29
1.

38
1.

32
1.

35
1.

40
1.

40
1.

35
1.

49
1.

22
1.

21
1.

14
AV

G
1.

33
1.

36
1.

18
1.

24
0.

98
1.

38
1.

03
1.

25
1.

07
1.

49
1.

25
1.

31
1.

21
1.

25
1.

28
1.

30
1.

30
1.

39
1.

15
1.

15
1.

00

N
ov

LO
W

1.
19

1.
22

1.
09

0.
89

0.
96

1.
17

0.
80

1.
12

1.
01

1.
32

1.
11

1.
15

1.
12

1.
18

1.
12

1.
17

1.
17

1.
24

0.
95

1.
03

0.
89

HI
G

H
1.

44
1.

53
1.

29
1.

28
1.

22
1.

41
1.

00
1.

41
1.

23
1.

71
1.

35
1.

34
1.

39
1.

37
1.

34
1.

46
1.

37
1.

43
1.

19
1.

22
1.

03
AV

G
1.

36
1.

39
1.

20
1.

05
1.

12
1.

29
0.

92
1.

32
1.

12
1.

46
1.

22
1.

23
1.

26
1.

25
1.

24
1.

31
1.

24
1.

33
1.

11
1.

12
0.

96

D
ec

LO
W

0.
91

1.
17

1.
11

1.
00

0.
99

1.
13

0.
87

1.
14

1.
08

1.
10

1.
13

1.
16

1.
22

1.
14

1.
14

1.
26

1.
17

1.
33

1.
09

1.
02

1.
01

HI
G

H
1.

47
1.

55
1.

36
1.

20
1.

20
1.

51
1.

13
1.

38
1.

34
1.

61
1.

35
1.

32
1.

27
1.

42
1.

39
1.

33
1.

37
1.

43
1.

16
1.

22
1.

14
AV

G
1.

23
1.

31
1.

21
1.

09
1.

05
1.

29
1.

02
1.

28
1.

17
1.

43
1.

22
1.

26
1.

25
1.

29
1.

28
1.

30
1.

29
1.

39
1.

13
1.

12
1.

08

Q
ua

rte
rly

 A
vg

1.
30

1.
35

1.
20

1.
13

1.
05

1.
32

0.
99

1.
28

1.
12

1.
46

1.
23

1.
27

1.
24

1.
26

1.
27

1.
30

1.
28

1.
37

1.
13

1.
13

1.
01

NO
TE

: A
ll 

va
lu

es
 in

 m
g/

l u
nl

es
s 

ot
he

rw
is

e 
st

at
ed

( 0
.0

5 
m

g/
L 

- m
in

im
um

 s
ta

nd
ar

d 
pe

r M
in

is
try

 o
f E

nv
iro

nm
en

t)
( 0

.2
0 

m
g/

L 
- m

im
in

um
 W

U
C

 s
ta

nd
ar

d)

O
C

TO
B

ER
 T

O
 D

EC
EM

B
ER

 2
01

9

JU
LY

 T
O

 S
EP

TE
M

B
ER

 2
01

9



Ta
bl

e 
5 

- 2
01

9 
O

pe
ra

tio
na

l P
ar

am
et

er
s

Ta
bl

e 
5

20
11

 O
pe

ra
tio

na
l P

ar
am

et
er

s

JA
N

U
A

R
Y

FE
B

R
U

A
R

Y
M

A
R

C
H

H
IG

H
LO

W
A

VG
.

H
IG

H
LO

W
A

VG
.

H
IG

H
LO

W
A

VG
.

H
IG

H
(*1

)
LO

W
C

O
LO

U
R

 (*2
) 

TC
U

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
5.

00
0.

00
A

LU
M

IN
U

M
  (*3

)
µg
/l

11
5

8
44

5
10

17
5

9
10

0.
0

0.
0

pH
  (*2

)
7.

18
6.

97
7.

08
7.

27
6.

83
7.

06
7.

14
7.

00
7.

07
7.

30
6.

50
TU

R
B

ID
IT

Y 
 (*1

)
N

TU
0.

03
0.

02
0.

02
0.

03
0.

02
0.

03
0.

03
0.

02
0.

03
1.

00
0.

00
1.

00
0.

00
H

A
R

D
N

ES
S 

(*2
)

m
g/

L
16

0
10

4
12

4
15

6
10

0
11

1
13

0
10

0
11

1
10

0
80

TE
M

PE
R

A
TU

R
E

o C
4.

0
1.

2
2.

3
2.

4
1.

6
2.

0
7.

0
1.

8
3.

2
O

D
O

U
R

/T
A

ST
E

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
A

LK
A

LI
N

IT
Y 

 (*2
 a

nd
 *3

)
m

g/
L

10
0

74
82

86
70

78
90

72
80

50
0

30
C

H
LO

R
IN

E 
R

ES
ID

U
A

L 
 (*1

)
m

g/
L

1.
67

1.
38

1.
51

1.
63

1.
43

1.
52

1.
64

1.
35

1.
49

1.
50

0.
80

N
/A

0.
05

A
PR

IL
M

A
Y

JU
N

E
H

IG
H

LO
W

A
VG

.
H

IG
H

LO
W

A
VG

.
H

IG
H

LO
W

A
VG

.
H

IG
H

(*1
)

LO
W

C
O

LO
U

R
 (*2

) 
TC

U
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

5.
00

0.
00

A
LU

M
IN

U
M

  (*3
)

µg
/l

36
8

16
37

20
27

38
19

28
10

0.
0

0.
0

pH
  (*2

)
7.

15
6.

90
7.

04
7.

12
6.

97
7.

07
7.

23
6.

98
7.

06
7.

30
6.

50
TU

R
B

ID
IT

Y 
 (*1

)
N

TU
0.

26
0.

03
0.

05
0.

06
0.

05
0.

05
0.

07
0.

04
0.

05
1.

00
0.

00
1.

00
0.

00
H

A
R

D
N

ES
S 

(*2
)

m
g/

L
15

0
96

11
6

16
2

94
12

1
12

2
96

10
5

10
0

80
TE

M
PE

R
A

TU
R

E
o C

10
.9

4.
4

8.
4

16
.2

10
.5

12
.9

24
.8

15
.0

17
.8

O
D

O
U

R
/T

A
ST

E
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

A
LK

A
LI

N
IT

Y 
 (*2

 a
nd

 *3
)

m
g/

L
98

76
83

11
6

79
90

94
72

82
50

0
30

C
H

LO
R

IN
E 

R
ES

ID
U

A
L 

 (*1
)

m
g/

L
1.

69
1.

43
1.

53
1.

73
1.

23
1.

50
1.

63
1.

37
1.

50
1.

50
0.

80
N

/A
0.

05

(*
1)

 M
AC

 - 
M

ax
im

um
 A

llo
wa

bl
e 

Co
nc

en
tra

tio
n

(*
2)

 H
ea

lth
 C

an
ad

a 
O

pe
ra

tio
na

l G
ui

dl
in

e 
(O

.G
.)

(*
3)

 R
ec

om
m

en
de

d 
in

 c
oa

gu
la

nt
 tr

ea
te

d 
dr

in
ki

ng
 w

at
er

in
-o

ff
en

si
ve

 P
LA

N
T 

PA
R

A
M

ET
ER

S 
H

IG
H

 L
O

W
 V

A
LU

ES

in
-o

ff
en

si
ve

M
IN

IS
TR

Y 
M

A
C

N
/A

N
/A

N
/A

N
/A

N
/A

 P
LA

N
T 

PA
R

A
M

ET
ER

S 
H

IG
H

 L
O

W
 V

A
LU

ES

N
/A

N
/A

N
/A

N
/A

M
IN

IS
TR

Y 
M

A
C

N
/A

N
/A

N
/A

N
/A

N
/A



Ta
bl

e 
5 

- 2
01

9 
O

pe
ra

tio
na

l P
ar

am
et

er
s

Ta
bl

e 
5

20
11

 O
pe

ra
tio

na
l P

ar
am

et
er

s

JU
LY

A
U

G
U

ST
SE

PT
EM

B
ER

H
IG

H
LO

W
A

VG
.

H
IG

H
LO

W
A

VG
.

H
IG

H
LO

W
A

VG
.

H
IG

H
(*1

)
LO

W
C

O
LO

U
R

 (*2
) 

TC
U

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
5.

00
0.

00
A

LU
M

IN
U

M
  (*3

)
µg
/l

62
29

43
78

40
54

62
34

47
10

0.
0

0.
0

pH
  (*2

)
7.

21
6.

96
7.

04
7.

11
6.

89
7.

00
7.

10
6.

91
7.

02
7.

30
6.

50
TU

R
B

ID
IT

Y 
 (*1

)
N

TU
0.

07
0.

05
0.

05
0.

08
0.

05
0.

06
0.

07
0.

05
0.

06
1.

00
0.

00
1.

00
0.

00
H

A
R

D
N

ES
S 

(*2
)

m
g/

L
11

0
72

98
10

2
78

96
10

6
84

97
10

0
80

TE
M

PE
R

A
TU

R
E

o C
24

.8
21

.2
23

.7
25

.3
22

.6
24

.2
22

.3
18

.7
21

.4
O

D
O

U
R

/T
A

ST
E

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
A

LK
A

LI
N

IT
Y 

 (*2
 a

nd
 *3

)
m

g/
L

10
2

72
79

84
68

75
80

70
76

50
0

30
C

H
LO

R
IN

E 
R

ES
ID

U
A

L 
 (*1

)
m

g/
L

1.
68

1.
39

1.
53

1.
66

1.
40

1.
52

1.
67

1.
38

1.
51

1.
50

0.
80

N
/A

0.
05

O
C

TO
B

ER
N

O
VE

M
B

ER
D

EC
EM

B
ER

H
IG

H
LO

W
A

VG
.

H
IG

H
LO

W
A

VG
.

H
IG

H
LO

W
A

VG
.

H
IG

H
(*1

)
LO

W
C

O
LO

U
R

 (*2
) 

TC
U

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
5.

00
0.

00
A

LU
M

IN
U

M
  (*3

)
µg
/l

48
14

29
19

7
12

12
9

11
10

0.
0

0.
0

pH
  (*2

)
7.

23
6.

96
7.

04
7.

18
6.

80
7.

04
7.

20
6.

86
7.

30
6.

50
TU

R
B

ID
IT

Y 
 (*1

)
N

TU
0.

09
0.

03
0.

04
0.

06
0.

03
0.

04
0.

06
0.

03
0.

04
1.

00
0.

00
1.

00
0.

00
H

A
R

D
N

ES
S 

(*2
)

m
g/

L
11

2
78

98
13

0
92

10
6

12
2

94
10

7
10

0
80

TE
M

PE
R

A
TU

R
E

o C
19

.7
12

.2
15

.2
11

.4
3.

5
6.

3
5.

4
1.

8
3.

7
O

D
O

U
R

/T
A

ST
E

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
(-

--
)

(-
--

)
A

LK
A

LI
N

IT
Y 

 (*2
 a

nd
 *3

)
m

g/
L

10
0

72
80

10
4

74
82

90
74

80
50

0
30

C
H

LO
R

IN
E 

R
ES

ID
U

A
L 

 (*1
)

m
g/

L
1.

71
1.

42
1.

50
1.

63
1.

36
1.

50
1.

69
1.

43
1.

53
1.

50
0.

80
N

/A
0.

05

(*
1)

 M
AC

 - 
M

ax
im

um
 A

llo
wa

bl
e 

Co
nc

en
tra

tio
n

(*
2)

 H
ea

lth
 C

an
ad

a 
O

pe
ra

tio
na

l G
ui

dl
in

e 
(O

.G
.)

(*
3)

 R
ec

om
m

en
de

d 
in

 c
oa

gu
la

nt
 tr

ea
te

d 
dr

in
ki

ng
 w

at
er

M
IN

IS
TR

Y 
M

A
C

 P
LA

N
T 

PA
R

A
M

ET
ER

S 
H

IG
H

 L
O

W
 V

A
LU

ES

in
-o

ff
en

si
ve

 P
LA

N
T 

PA
R

A
M

ET
ER

S 
H

IG
H

 L
O

W
 V

A
LU

ES
M

IN
IS

TR
Y 

M
A

C

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

in
-o

ff
en

si
ve



sChedule 23 
inorganiC parameters 

Item Parameter

1. Antimony
2. Arsenic
3. Barium
4. Boron
5. Cadmium
6. Chromium
7. Mercury
8. Selenium
9. Uranium

sChedule 24
organiC parameters

Item Parameter

1. Alachlor
2. Atrazine + N-dealkylated metabolites
3. Azinphos-methyl
4. Benzene
5. Benzo(a)pyrene

6. Bromoxynil

7. Carbaryl
8. Carbofuran
9. Carbon Tetrachloride
10. Chlorpyrifos
11. Diazinon
12. Dicamba
13. 1,2-Dichlorobenzene
14. 1,4-Dichlorobenzene
15. 1,2-Dichloroethane
16. 1,1-Dichloroethylene (vinylidene chloride)
17. Dichloromethane
18. 2,4-Dichlorophenol
19. 2,4-Dichlorophenoxy acetic acid (2,4-D)
20. Diclofop-methyl
21. Dimethoate
22. Diquat
23. Diuron
24. Glyphosate
25. Malathion
26. 2-Methyl-4-chlorophenoxyacetic acid
27. Metolachlor



Item Parameter

1. Aldicarb
2. Aldrin+Dieldrin
3. Aldrin 
4. Dieldrin
5. Bendiocarb
6. Chlordane (Total)
7. a-chlordane
8. g-chlordane
9. Oxychlordane
10. Cyanazine
11. DDT+Metabolites
12. op-DDT

Item Parameter
28. Metribuzin
29. Monochlorobenzene
30. Paraquat
31. Pentachlorophenol
32. Phorate
33. Picloram
34. Polychlorinated Biphenyls (PCB)
35. Prometryne
36. Simazine
37. Terbufos
38. Tetrachloroethylene (perchloroethylene)
39. 2,3,4,6-Tetrachlorophenol
40. Triallate
41. Trichloroethylene
42. 2,4,6-Trichlorophenol
43. Trifluralin
44. Vinyl Chloride

Item Parameter

13. pp-DDD
14. pp-DDE
15. pp-DDT
16. Dinoseb
17. Heptachlor+HepEpox
18. Heptachlor 
19. Heptachor Epoxide
20. Lindane
21. Methoxychlor
22. Parathion
23. Temephos
24. 2,4,5-T

Note: As of January 1, 2016, the following tests have been eliminated by the MECP.
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COMMISSIONERS

w i n d s o r  u t i l i t i e s  c o m m i s s i o n

COMMISSIONERS
Drew Dilkens (Chair) 
LL.B, MBA, DBA, CHRL 
Mayor, City of Windsor

Egidio Sovran (Vice Chair) 
MBA, CPA, CA 
Owner, E L Sovran 
Professional Corp 
Associate, Grant Thornton

Jo-Anne Gignac 
Councillor, City of Windsor 
Ward 6 

Julian (Jules) Hawkins 
CPA, CA 
Hawkins & Co. Accounting 
Professional Corp.

J. Douglas Lawson 
O.Ont., QC, LL.D 
Counsel, Willis Business Law

Kieran McKenzie, BA 
Councillor, City of Windsor 
Ward 9

Jim Morrison, PFP 
Councillor, City of Windsor 
Ward 10

Mario Sonego, P.Eng. 
Retired City Engineer, 
City of Windsor 
President, Sonego Management Inc.

(2019) Irek Kusmierczyk, Ph.D 
Councillor, City of Windsor 
Ward 7

enWin utilities ltd. exeCutive & senior management

Garry Rossi, P.Eng. 
Vice President 
Water Operations

David Melnyk, C.E.T. 
Director 
Water Operations

Christopher Manzon, P.Eng. 
Director 
Engineering (Water)

Helga Reidel, FCPA, FCA, ICD.D. 
President & CEO

Matt Carlini, CPA, CA, MBA  
Vice President 
Corporate Services & CFO

John Wladarski, C.E.T. 
Vice Presdient Customer Operations 
and Business Development & COO

Jim Brown, P.Eng. 
Vice President 
Hydro Operations

ENWIN Utilities Ltd. is contracted to operate the water system through the Water System Operating Agreement (WSOA).






